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Safety Instructions

Before using the product ...

For your safety and effective operation, please read the safety instructions
thoroughly before using the product.

» Safety Instructions should always be observed in order to prevent accident
or risk by using the product properly and safely.

» Precautious measures can be categorized as “Warning” and “Caution”, and
each of the meanings is as follows.

A\Narn in This symbol indicates the possibility of serious injury
g or death if some applicable instruction is violated

This symbol indicates the possibility of severe or
ACautlon slight injury, and damages in products if some
applicable instruction is violated

Moreover, even classified events under its caution category may develop into
serious accidents depending on situations. Therefore we strongly advise users
to observe all precautions in a proper way just like warnings.

» The marks displayed on the product and in the user’'s manual have the
following meanings.
& Be careful! Danger may be expected.
& Be careful! Electric shock may occur.

After reading this user’s manual, it should be stored in a place that is visible
to product users.



Safety Instructions

Safety Instructions for design process

7

/N\Warning

» Please install a protection circuit on the exterior of PLC so that the

whole system may operate safely regardless of failures from

external power or PLC. Any abnormal output or operation from PLC

may cause serious problems to safety in whole system.

- Install protection units on the exterior of PLC like an interlock circuit
that deals with opposite operations such as emergency stop,
protection circuit, and forward/reverse rotation or install an interlock
circuit that deals with high/low limit under its position controls.

- If any system error (watch-dog timer error, module installation error,
etc.) is detected during CPU operation in PLC, all output signals are
designed to be turned off and stopped for safety. However, there
are cases when output signals remain active due to device failures
in Relay and TR which can't be detected. Thus, you are
recommended to install an addition circuit to monitor the output
status for those critical outputs which may cause significant
problems.

Never overload more than rated current of output module nor
allow to have a short circuit. Over current for a long period time may
cause a fire .

Never let the external power of the output circuit to be on earlier
than PLC power, which may cause accidents from abnormal output or
operation.

Please install interlock circuits in the sequence program for safe
operations in the system when exchange data with PLC or modify
operation modes using a computer or other external equipments
Read specific instructions thoroughly when conducting control
operations with PLC.




Safety Instructions

Safety Instructions for design process

7

/\ Caution

» 1/O signal or communication line shall be wired at least 200mm
away from a high-voltage cable or power line. Fail to follow this
instruction may cause malfunctions from noise

Safety Instructions on installation process

7

/\ Caution

Use PLC only in the environment specified in PLC manual or
general standard of data sheet. If not, electric shock, fire, abnormal
operation of the product may be caused.

Before install or remove the module, be sure PLC power is off. If
not, electric shock or damage on the product may be caused.

Be sure that every module is securely attached after adding a
module or an extension connector. If the product is installed
loosely or incorrectly, abnormal operation, error or dropping may be
caused. In addition, contact failures under poor cable installation will
be causing malfunctions as well.

Be sure that screws get tighten securely under vibrating
environments. Fail to do so will put the product under direct
vibrations which will cause electric shock, fire and abnormal
operation.

Do not come in contact with conducting parts in each module,
which may cause electric shock, malfunctions or abnormal operation.




Safety Instructions

Safety Instructions for wiring process

7

/N\Warning

» Prior to wiring works, make sure that every power is turned off. If

not, electric shock or damage on the product may be caused.

» After wiring process is done, make sure that terminal covers are

installed properly before its use. Fall to install the cover may cause
electric shocks.

/N\ Caution

Check rated voltages and terminal arrangements in each product
prior to its wiring process. Applying incorrect voltages other than
rated voltages and misarrangement among terminals may cause fire
or malfunctions.

Secure terminal screws tightly applying with specified torque. If
the screws get loose, short circuit, fire or abnormal operation may be
caused. Securing screws too tightly will cause damages to the module
or malfunctions, short circuit, and dropping.

Be sure to earth to the ground using Class 3 wires for FG
terminals which is exclusively used for PLC. If the terminals not
grounded correctly, abnormal operation or electric shock may be
caused.

Don’t let any foreign materials such as wiring waste inside the
module while wiring, which may cause fire, damage on the product
or abnormal operation.

Make sure that pressed terminals get tighten following the
specified torque. External connector type shall be pressed or
soldered using proper equipments.
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Safety Instructions for test-operation and
maintenance

/N\Warning

Don’t touch the terminal when powered. Electric shock or abnormal
operation may occur.

Prior to cleaning or tightening the terminal screws, let all the
external power off including PLC power. If not, electric shock or
abnormal operation may occur.

Don’t let the battery recharged, disassembled, heated, short or
soldered. Heat, explosion or ignition may cause injuries or fire.

/N\ Caution

Do not make modifications or disassemble each module. Fire,
electric shock or abnormal operation may occur.

Prior to installing or disassembling the module, let all the
external power off including PLC power. If not, electric shock or
abnormal operation may occur.

Keep any wireless equipment such as walkie-talkie or cell phones
at least 30cm away from PLC. If not, abnormal operation may be
caused.

When making a modification on programs or using run to modify
functions under PLC operations, read and comprehend all
contents in the manual fully. Mismanagement will cause damages to
products and accidents.

Avoid any physical impact to the battery and prevent it from
dropping as well. Damages to battery may cause leakage from its
fluid. When battery was dropped or exposed under strong impact,
never reuse the battery again. Moreover skilled workers are needed
when exchanging batteries.




Safety Instructions

Safety Instructions for waste disposal

7

/\ Caution

» Product or battery waste shall be processed as industrial waste.
The waste may discharge toxic materials or explode itself.
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About User's Manual

About User’s Manual

Congratulations on purchasing PLC of LSIS Co.,Ltd.
Before use, make sure to carefully read and understand the User's Manual about the functions,
performances, installation and programming of the product you purchased in order for correct use and

importantly, let the end user and maintenance administrator to be provided with the User’s Manual.

The Use’s Manual describes the product. If necessary, you may refer to the following description and order
accordingly. In addition, you may connect our website(http://www.Isis.com/) and download the information as
a PDF file.

Relevant User's Manuals

No. of User's
Title Description
Manual
It describes specifications, system structure and EMC
XGK-CPUA/CPUE/CPUH/CPUS 10310000508

spec. correspondence of CPU module, power module,
User’'s Manual .
base, /0 module and increase cable

It describes how to use XG5000 software especially

about online functions such as programming, printing,
XG5000 User’'s Manual o ) p. J g. P J 10310000512
monitoring and debugging by using XGK series

products.

It is the user’s manual for programming to explain how

XGK Series

to use commands that are used PLC system with XGK 10310000510

Instructions & Programming
CPU.

Currently user manual of XGL-RMEA module is written based on the following version.

Related OS version list

Item OS version
XGK-CPUU, CPUH, CPUS, CPUA, CPUE V4.55
XGI-CPUU/D, CPUU, CPUH, CPUS, CPUE V4.06
XGK-CPUSN,CPUHN,CPUUN V1.05
XGI-CPUUN V1.12
XGR-CPUH/F, CPUH/T, CPUH/S V2.72
XG5000 V4.22
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Chapter 1 Overview

Chapter 1 Overview

1.1 Introduction

This manual of Rnet I/F module is prepared to describe XGT series of dedicated remote net
(hereinafter referred to as Rnet I/F module). XGT Rnet I/F module is composed of data link layer
and physical layer in OSI 7 layers. Rnet system controls 1/0 data from the sensor of field level and
manages the data conveniently for monitoring, troubleshooting and maintenance through LS HMI of
PMU unit. Rnet I/F module supports a speed of 1Mbps, up to 64 stations (including master) and
provides convenience of data Tx/Rx for users by means of XG5000 parameters setting, through LS
dedicated network. Generally, electric cable is used for Rnet system configuration, however,
electric/optic repeater is provided here for the purpose of remote application and reliance improvement
for users to configure the system expansively. In addition, XGT Rnet I/F module can configure GM/MK
series of Rack type remote, which can be usefully applied to the location where lots of points are

required.

To create a program, refer to the following manuals together.

e XG5000 user manual
e XGK instruction

e XGK user manual

e XGI/XGR instruction

e XGI/XGR user manual

The current user's manual of XGT Rnet I/F Module is prepared, based on the following
versions.

e XGT PLC XG5000 Programming Tool: V4.22 or above
e XGT Rnet I/F Module O/S

- XGL-RMEA: V1.1 or above

- XGL-RMEA: V5.0 or above

1-1



Chapter 1 Overview

1.2 Characteristics

XGT Rnet I/F module has the following characteristics;
Rnet I/F module :

» LS dedicated network

» Convenient with High-speed link parameters setting is available

» Electric/optic repeater option is provided

» Reduced wiring, easy installation

» Up to 12 units can be installed on 1 basic base

» Various system configurations are available through basic parameters changes
» Smart I/O + Rnet system configuration is available

1-2



Chapter 1 Overview

1.3 Product information

1.3.1 Components List

ClaS.S'f'C Al Model Product code Description Remarks
-ation cable
Master |Twisted pairl v rRMEA | 47200006 i XGT Rnet master
module | (electric) module
GOL-RREA | 46640104 |Installed on GMB/K200S CPU position | <2ck YPe
Remote system
GRL-D22C 47060133 [DC input 16 points
GRL-D24C 47060134 [DC input 32 points
GRL-TR2C 47060135 (TR output 16 points
GRL-TR2C1 | 47060138 |TR output 16 points Smart /O Rnet series
GRL-TRAC | 47060137 |TR output 32 point - Fixed terminal block
Slave |Twisted pair ) outpul 52 poin's - 5-pin communication
Module | (electric) | GRL-TR4C1 | 47060138 |TR output 32 points connector
DCi t16 points/ TR output 16 Smart /O Rnet
GRL-DTAC | 47060139 |- 'MPutiopomntsiiikoutpu
points
GRL-DT4C1 | 47060140 DQ inputl6 points/ TR output 16
points
GRL-RY2C 47060141 |Relay output 16 points
iS7 Rnet 64110007 |iS7dedicated Rnet I/F adaptor
S . Extendable
XRL-BSSA 47060158 |Digital input/ouput 512point Smart /O Rnet

1.3.2 Max. Installation number of modules

The maximum installation number of modules is 12 regardless of base type (basic base and extension).
For maximum performance of communication module, it is recommended to equip the module on
basic base. The following table indicates available service type per each CPU. After due consideration

of the number of communication modules, apply to the system configuration.

XGK XGl XGR
s [a) T TR
Classification I o|ls|o|lw|g|£|5 2z |e|w|S|S5|F|F]|F
2| D | DD | D D | DD D=2
O I I O i e B o ala|a|a|z? = = —
Oloc|Oo|O0|O|5I313 O|lo|O0|0|&15|5I85|8
No. of module
using High Speed 12 modules

Link (Max.)
No. of module
using P2P (Max.)
No. of module
using dedicated
service (Max.)

P2P is not used

Dedicated service is not used
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Chapter 2 Specifications

2.1 General Specifications

General specifications of XGT series are as shown in Table 2.1.

No. Item Specification Related specifications
Operating o~ 5 _
L temperature 0C~+35C
Storage o o
2 temperature 25T ~+70C )
Operating oo i . i
3 humidity 5~95%RH, Non-condensing
Storage 050 i . i
4 humidity 5~95%RH, Non-condensing
For discontinuous vibration -
Frequency Acceleration Amplitude Number
5<f< 8.4 Hz - 3.5mm
o 8.4<f<150 Hz 9.8 Ms(1G) -
5 Vibration - —— . .
Continuous vibration Each 10 times in IEC 61131-2
- - X, Y, Z directions
Frequency Acceleration Pulse width
5<f< 8.4 Hz - 1.75mm

8.4<f<150 Hz 4.9 ms'(0.5G) -

* Maximum impact acceleration:147 m/s’ (15G)
6 Shock * Authorized time: 11 m/s IEC 61131-2
* Pulse wave : Signal half-wave pulse (Each 3 times in X,Y,Z directions)

Square wave impulse noise AC : £1,500V Test specification LSIS
DC : +900V
- . . IEC 61131-2,
Noise Electrostatic discharging Voltage: 4kV (Contact discharge) IEG 61000-4.2
7 ; . . IEC 61131-2
Immunit ~ '
Y | Radiated electromagnetic 27 ~ 500 MHz, 10 V/m IEC 61000-4-3
Fast Class Power Digital/Analog 1/O
Transient module communication interface IEC 61131-2,
/burst IEC 61000-4-4
. Voltage 2 kv 1kVv
8 Ampl_ent No corrosive gas or dust -
conditions
Operating
9 height 2,000 m or less -
10 Pollution 2 or less )
degree
11 | Cooling type Natural air cooling -

[Table 2.1] General Specifications

1) IEC (International Electrotechnical Commission)

. An international nongovernmental organization which promotes internationally cooperated standardization in
electric/electronic fields, publishes international standards and manages applicable estimation system related
with.

2) Pollution degree

. An index indicating pollution degree of the operating environment which decides insulation performance of the
devices. For instance, Pollution degree 2 indicates the state generally that only non-conductive pollution
occurs. However, this state contains temporary conduction due to dew produced.
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2.2 Performance Specifications

Specifications for system configuration of Rnet I/F module are as described below.
Please refer to the table below for system configuration.

Item Specifications
. 1Mbps
Transmission Speed
(Rnet I/F modules common)
Max. Tx distance Max. 750m

Connection Cable

Twisted pair shielded cable
- LIREV-AMESB 1Px22AWG (7/0.254):LS Cables

Maximum stations
connected

Network

Master station 1[station no:0(fixed)] +

Slave station 31[station no:1~63]

= Max. 32 stations

(In case of 32 stations, you have to use repeater.)
- Only 1 master is available in the network.

Diagnostic function

XG5000 : High Speed Link Monitoring

System characteristic

Available detachment and attachment of slave
module during communication

Terminal resistance(Q)

110(5%,1/2W)

Master/Slave operation

Only available as Master

Data Processing unit

Byte

Tx/Rx cycle

Selection among 20ms, 50ms, 100ms, 200ms,
500ms, 1s, 5s, 10s(default :200ms)

Max. Communication

XG5000 int 3,720bytes(slave 31stations * 120bytes/station)
oints.
(HS Link) : ,
Max. Block number 63(setting range : 0~62)
Max. points by Block | 120 Byte(60words)
Max. Tx. Block number | 32 Blocks
HS Link number Max. 12
Max. module mounted | 12 modules(Main Base + Extension Base)
o Internal current
Specification ] 410
consumption(mA)
Weight(g) 115

2-2




Chapter 2 Specifications

2.3 Structure and Characteristics

1) LED display
- XGL-RMEA

<4 LED display

<« Cable connection part

SILK display | LED Description H| 0
On Normal Normal
RUN
Off Error Serious defect, Contact Customer Service Center
UF Blinks Normal Normal
On/Off Error Serious defect, Contact Customer Service Center
On Normal Normal
H/S Blinks Standby | Downloading parameters while High-speed Link enabled
Fatal link failure occurs in high speed link service when high
Off Error o
speed link is enabled
On Normal Normal
LAS : : -
Blinks/Off Failure Master Module, Contact Customer Service Center
Blinks Normal Normal
TOK : )
Off Failure Master Module, Contact Customer Service Center
™ Blinks Normal Normal
Off Error Check High-speed link parameters
RY Blinks Normal Normal
Off Error Check High-speed link parameters
On/Blinks Error Check cable connection and wiring
FAULT
OFF Normal Normal

*Reference: TOK, TX, RX blink quickly. Those seems like "On".

2-3
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-  XGL-RMEB

XGL-RMEB

= 4 LED display

4 Cable connection part

SILK display | LED Description H| 0
On Normal Normal
RUN
Off Error Serious defect, Contact Customer Service Center
UF Blinks Normal Normal
On/Off Error Serious defect, Contact Customer Service Center
On Normal Normal
H/S Blinks Standby | Downloading parameters while High-speed Link enabled
Fatal link failure occurs in high speed link service when high
Off Error o
speed link is enabled
LAS On Normal Normal
Blinks/Off Failure Master Module, Contact Customer Service Center
Blinks Normal Normal
TOK ) -
Off Failure Master Module, Contact Customer Service Center
X Blinks Normal Normal
Off Error Check High-speed link parameters
RY Blinks Normal Normal
Off Error Check High-speed link parameters
On/Blinks Error Check cable connection and wiring
FAULT
OFF Normal Normal

2-4
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2) Cable connection part

(1) Cable specifications (LS cables)

Conductor resistance

59Q/km (normal temperature)

Voltage resistance (DC)

500 V/Min (normal temperature)

Insulated resistance

1,000 MQ/km or more

Capacitance

45 pF/m or less (1 kHz)

Characteristic impedance

120£12Q (10 MHz)

Number of cores

2 Core

Designations LIREV-AMESB Structure
2 *0.64mm 22AWG
Manufacturer LS Cables
Cable type Shielded twisted pair Conductor

Insulated

Grounded line

(2) Cable connection

a) Connection with Smart I/O 5-pin

XGL-RMEA Smart I/O 5pin Wiring

wl[@] S

TRX1+/TRX2+ Red (TRX+) s 7
@] «— S || o §
TRX1-/TRX2- White(TRX-) = @[] < > 8§
mael | @ o o
. N

SG Colorless (SG) - ||®|| Smart /0 5Pin

1) Rnet communication does not support branching method.

2-5




Chapter 2 Specifications

2.4 Terminal resistance

Be sure to install the terminal resistance on the both ends of the line.
(Rnet I/F module and last slave node)
Connect Rnet I/F module with TRX2+ and TRX2- and Smart I/O Rnet module with TRX2+ and TRX2-.

e Resistance value: 110Q, 1/2W, allowance 5%
e Contact between connector case and terminal resistance is not allowed.

e || @) | .
m| [ €9 o I3
@ [O)3(
= || @] o I3
@ O (&
TR+ || @'n' O B - .
Terminal resistor S Terminal resistor
me- || GRLY
Rnet I/F connection area Smart I/O connection area

2-6
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Chapter 3 Installation and Test Operation of the Product

3.1 Precautions for Installation

3.1.1 Precautions for installation

For system configuration through Rnet I/F module, carefully make sure of the following items prior

to installation.

1) Check the basic factors for necessity of configuring the system and select an appropriate

communication module.

2) Select the cable to be used for this communication module (surely use the standard cable).

3) Before the communication module is installed, check with any foreign material on the base
connector the module will be installed on and any damage on the connector pin of the module.

4) For installation of the module, exactly insert the protuberant part at the bottom of the module with
the communication cable disconnected into the base groove and then apply enough strength
until its top is locked up with the locking device of the base. If the lock is not applied, it may

cause an error on the interface with CPU.

3.2 From Setting to Operation

The sequence of the product from installation to operation will be described below. After the product
installation is complete, install and configure the system to be operated as specified in the following

sequence.

Operation Sequence

v

Install Rnet I/F module on the base.

- Check the applicable base/slot position for correct installation on the basic base.

v

Connect Rnet I/F module with remote I/O by means of cable.
- Connect the cable and process terminal resistance.

v

With power On, check the LED status of the communication module.

- Check if the interface of the communication module is normal with CPU.

v

Specify High-speed link parameters in XG5000.

the parameters.

- Specify parameters applicable to network configuration in XG5000 and download

Let link enabled in XG5000.

v

Start Run

1) The station number of the master module is set to 0.
2) The station number of the remote I/O should not be set to 0.

3-1



Chapter 4 System Configuration

Chapter 4 System Configuration

4.1 System Configuration of Network

The communication system between Rnet | / F modules can be configured as follows
In order to connect to LS inverter, Rnet | / F option module must be installed in
LS inverter to enable communication.

4.1.1 XGL-RMEA/B + Smart I/O

T
11
11
11
11

r

GRL-TR2C1  GRL-TR4C1l GRL-D22C GRL-RY2C GRL-D24C GRL-DT4C1

4.1.2 Mixed configuration between XGL-RMEA/B and various slave modules

XG5000

=

I TR HIT R

I | II;Il
GRL-TR2C1 GRL-TR4C1 XRL-BSSA —_—
iS7 Rnet I/F

e

4-1
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Chapter 5 High-speed Link Setting

5.1 Introduction

High-speed link specifies the Send/Receive device area and data size between CPU module and the
communication module by XG5000.
High-speed link can be set the function as shown below.

Description High-speed Link
Module type | Rnet
Communication |Base no Max..0~7
. " | Setting range is different from CPU module.
module setting
Max.: 0~ 11

Slot no.

Setting range is different from Base type.

Communication| C icati
ommunication Select among 20ms, 50ms, 100ms, 200ms, 500ms, 1s, 5s, 10s.

module period setting - Default setting: 200 ms
setting (Period type) '
cPU Latch Keep the previous output status.
error
Output data sfetup Clear Clear the output.
in case 0
Latch Keep the previous output status.
emergency CPU stop
Clear Clear the output.

Station type | Slave
Send: Data is transmitted from master module to slave module.

*1
Block type Receive: Data is transmitted from slave module to master module.
Station No. ™ | Slave station number (Range: 0 ~ 63)
Block No. ™ |ltis not used with Rnet I/F module.
XGK Head address of the sending device
Usable device: P, M,K,F, T,C,U,Z,L,N,D, R, ZR
. Read area Address X X
ngh.-speed (From Master to XGIXGR Head address of the sending device
link Slave module) Usable device: A, M, |, Q, R, W, F, K, L,N, U
block setting Size Input/Output point of slave module is displayed Byte.
(Byte) - If input module point is less than 8 bit, it is processed 1 Byte.
XGK Head address of the receiving device
Usable device: P, M,K,F, T,C,U,Z,L,N,D, R, ZR
Save area Address — -
(From Slave to XGIXGR Head addrgss of the receiving device
Master module) Usable device: A, M, |, Q, R, W, F, K, L, N, U
Size Input/Output point of slave module is displayed in Byte.
(Byte) - If input module point is less than 8 bit, it is dealt with 1 Byte.
PLC connection RS-232C or USB Port of CPU module
Control condition It can control regardless of position of Run mode switch (Run, Stop) of CPU module.
Max. communication point 29760 points (31 blocks * 120 bytes)
Max. block number 63 (Setting Range : 0~62)
Max. point per block 120 bytes (960 points)
Number of H|gh-speed link Upto 12
setting

» When High-speed link is edited, parameter has to download again.

» High-speed link is used per a communication module.

» CPU module saves the written parameter (Standard, High-speed link, P2P).
When CPU module is exchanged, parameter in XG5000 has to back-up and then the parameter has to
write in CPU module again.
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5.2 How to use XG5000

XG5000 usage for Rnet I/F module is as shown below.

XG5000 execution

!

1) Project — New Project
() Project name
A) Writing the project name
(2) PLC Series
A) Selecting PLC series
(3) CPU kind
A) Selecting CPU kind

\4

2) Reading /O information

\ 4

3) High-speed link setting
(1) Communication module setting
A) Communication module setting: Rnet
- Module type, Base, Slot
B) Communication period setting
C) Data setup in case of emergency
-CPU module error, CPU module stop
(2) Block setting
- Read area/Save area address setting

!

Creating New file for Rnet I/F module

Reading Rnet I/F module information

e
R tnsa PoYINRRR
el PRLEREA
[ SR LadoN-1 s

\

_
BN

Connects High-speed link and Rnet I/F module
(The module information get through ‘Read 10
information’)

Commricaton ek g

Modds tes [t
Be: (9
it (W
Figh-meed ik 04
e

Comruriatin pered setirgs

Perad tipe: | 200 e

Dot it settven oot of emergenty
= [
P Car

\
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|

4) Write Parameter
(Standard Settings, HS Link, P2P)

A 4

Rnet I/F module.

% Disconnect

@ Connection Settings...

Safety Lock

Safety Signature

Change Mode
%, Read...
% Write...

E& Compare with PLC...
\ Set Flash Memaory...

Write of High-speed link parameter value of in

Online | Debug Tools Tools Help He

B

or =7

s%

_

5) Enable Link (HS Link, P2P)

module.

Cornedtion Setng

Commuriston medise g

PR R@E
finaaan o

Communication permission of installed Rnet I/a
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* Enable Link through flag

It describes “Enable Link” method through flag. The following XG5000 version, CPU OS version is

needed.
ltem Version
XG5000 V3.61 or above
XGR CPU V1.91 or above
XGI CPU V3.4 or above
XGK CPU V3.7 or above
Flag list related with “Enable Link”
-XGR
Flag Data type Device Description
_HS _ENABLE_STATE ARRAY[0..11] OF BOOL | %FX19040 | HS link enable/disable current state
_HS REQ ARRAY[0..11] OF BOOL | %FX31520 | HS link enable/disable request
_HS REQ_NUM ARRAY[0..11] OF BOOL | %FX31536 | HS link enable/disable setting
_P2P_ENABLE_STATE | ARRAY[0..7] OF BOOL | %FX19072 | P2P enable/disable current state
_P2P_REQ ARRAY[0..7] OF BOOL | %FX31552 | P2P enable/disable request
_P2P_REQ_NUM ARRAY[0..7] OF BOOL | %FX31568 | P2P enable/disable setting
-XGl
Flag Data type Device Description
_HS ENABLE_STATE | ARRAY[0..11] OF BOOL | %FX15840 | HS link enable/disable current state
_HS REQ ARRAY[0..11] OF BOOL | %FX16480 | HS link enable/disable request
_HS REQ_NUM ARRAY[0..11] OF BOOL | %FX16496 | HS link enable/disable setting
_P2P_ENABLE_STATE | ARRAY[0..7] OF BOOL %FX15872 | P2P enable/disable current state
_P2P_REQ ARRAY[0..7] OF BOOL %FX16512 | P2P enable/disable request
_P2P_REQ_NUM ARRAY[0..7] OF BOOL %FX16528 | P2P enable/disable setting
-XGK
Flag Data type Device Description
_HS1 ENABLE_STATE BIT F09600 HS link 1 enable/disable current state
_HS2 _ENABLE_STATE BIT F09601 HS link 2 enable/disable current state
_HS3 ENABLE_STATE BIT F09602 HS link 3 enable/disable current state
_HS4 ENABLE_STATE BIT F09603 HS link 4 enable/disable current state
_HS5 ENABLE_STATE BIT F09604 HS link 5 enable/disable current state
_HS6_ENABLE_STATE BIT F09605 HS link 6 enable/disable current state
_HS7 _ENABLE_STATE BIT F09606 HS link 7 enable/disable current state
_HS8 ENABLE_STATE BIT F09607 HS link 8 enable/disable current state
_HS9 ENABLE_STATE BIT F09608 HS link 9 enable/disable current state
_HS10 ENABLE_STATE | BIT F09609 HS link 10 enable/disable current state
_HS11 ENABLE_STATE | BIT FO960A HS link 11 enable/disable current state
_HS12 ENABLE_STATE | BIT F0960B HS link 12 enable/disable current state
_HS1 REQ BIT F10300 HS link 1 enable/disable request
_HS2 REQ BIT F10301 HS link 2 enable/disable request
_HS3 REQ BIT F10302 HS link 3 enable/disable request
_HS4 REQ BIT F10303 HS link 4 enable/disable request
_HS5 REQ BIT F10304 HS link 5 enable/disable request
_HS6_REQ BIT F10305 HS link 6 enable/disable request
_HS7 _REQ BIT F10306 HS link 7 enable/disable request
_HS8 REQ BIT F10307 HS link 8 enable/disable request
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Flag Data type Device Description
_HS9 REQ BIT F10308 HS link 9 enable/disable request
_HS10 REQ BIT F10309 HS link 10 enable/disable request
_HS11 REQ BIT F1030A HS link 11 enable/disable request
_HS12 REQ BIT F1030B HS link 12 enable/disable request
_HS1 REQ NUM BIT F10310 HS link 1 enable/disable setting
_HS2 REQ _NUM BIT F10311 HS link 2 enable/disable setting
_HS3 REQ _NUM BIT F10312 HS link 3 enable/disable setting
_HS4 REQ _NUM BIT F10313 HS link 4 enable/disable setting
_HS5 REQ _NUM BIT F10314 HS link 5 enable/disable setting
_HS6_REQ _NUM BIT F10315 HS link 6 enable/disable setting
_HS7 REQ_NUM BIT F10316 HS link 7 enable/disable setting
_HS8 REQ _NUM BIT F10317 HS link 8 enable/disable setting
_HS9 REQ _NUM BIT F10318 HS link 9 enable/disable setting
_HS10_ REQ_NUM BIT F10319 HS link 10 enable/disable setting
_HS11 REQ _NUM BIT F1031A HS link 11 enable/disable setting
_HS12 REQ _NUM BIT F1031B HS link 12 enable/disable setting
_P2P1 ENABLE_STATE | BIT F09620 P2P1 enable/disable current state
_P2P2_ENABLE_STATE | BIT F09621 P2P2 enable/disable current state
_P2P3 ENABLE_STATE | BIT F09622 P2P3 enable/disable current state
_P2P4 ENABLE_STATE | BIT F09623 P2P4 enable/disable current state
_P2P5 ENABLE_STATE | BIT F09624 P2P5 enable/disable current state
_P2P6_ENABLE_STATE | BIT F09625 P2P6 enable/disable current state
_P2P7_ENABLE_STATE | BIT F09626 P2P7 enable/disable current state
_P2P8 ENABLE_STATE | BIT F09627 P2P8 enable/disable current state
_P2P1 REQ BIT F10320 P2P1 enable/disable request
_P2P2_REQ BIT F10321 P2P2 enable/disable request
_P2P3_REQ BIT F10322 P2P3 enable/disable request
_P2P4_REQ BIT F10323 P2P4 enable/disable request
_P2P5 REQ BIT F10324 P2P5 enable/disable request
_P2P6_REQ BIT F10325 P2P6 enable/disable request
_P2P7_REQ BIT F10326 P2P7 enable/disable request
_P2P8 REQ BIT F10327 P2P8 enable/disable request
_P2P1 REQ_NUM BIT F10330 P2P1 enable/disable setting
_P2P2_REQ_NUM BIT F10331 P2P2 enable/disable setting
_P2P3_REQ_NUM BIT F10332 P2P3 enable/disable setting
_P2P4 REQ_NUM BIT F10333 P2P4 enable/disable setting
_P2P5 REQ_NUM BIT F10334 P2P5 enable/disable setting
_P2P6_REQ_NUM BIT F10335 P2P6 enable/disable setting
_P2P7_REQ_NUM BIT F10336 P2P7 enable/disable setting
_P2P8 REQ_NUM BIT F10337 P2P8 enable/disable setting

» How to enable link
-HS link/P2P enable/disable setting flag ON - HS link/P2P enable/disable request flag ON
» How to disable link
-HS link/P2P enable/disable setting flag OFF - HS link/P2P enable/disable request flag ON
» You can monitor the Enable/Disable state of the each link through “enable/disable current states” flag.
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* The following is menu bar and short cut of XG5000.

Compare the project with project saved in

Menu bar Menu Icon Description
New Project [ |Create a new project.
Open Project [= |Open the existing project.
Project [[Edif  Find/Replace  \View O Upload the project and program stored in
[ MNew Project... Ctrl=N Open from PLC @l PEC. proj brog
g Z::::::Lc <12 1lOpen KGLWIN File Open the project file for KGLWIN.
Open KGLWIN Fie.. Open GMWIN File Open the project file for GMWIN.
Open GMWIN File.. Save Project & [save the project.
o e “= |lsave As - |Save the project as a different name.
Close Project Close Project Close the project.
Save s Binay. Save As Binary Saved as the bmary_ file that cannot show|
Write Binary to PLC. the details of the project.
Open from Memory Write Binal’y to PLC Write the b|nary f|!e with the PLC You
Write to Memory... cannot see the details of the project.
Project Add Htem v[|Add ltem Add Item to Project
2""'3'::"'3:_‘:”;' Import from File Import the item from the file to the project
| Xport 1o File..
T R e S T . = |Save the selected items included opened
: = Export to File &3 . )
Sawve Variable Mames to File... prOJeCt as Separated flle' - -
B e—— Save Variable Names to Eile Si)vger a\l/rir;able names to file for using other
@ Compare Projects... - -
' Register EtherNet/IP tag and save the
S B cun-p (|Save EtherNetIP Tags to file established EtherNet/IP tag list to the file.
Preview - .
— Compare Project ey C_ompare_ two projects stored in PC and
print Setup.. displays its result.
R — Print &d |Print the active window’s details.
- Preview - |Previously display the screen to be printed.
Print Project - |Select the project item to print
Print Setup - |Set the printer options.
Edit | Find/Replace View Online Monitor H H H
i = lundo «y Cancel the edit on Program Edit Window
G2 Redo iy to recover its previous status.
o “ ' |Redo . |Recover the edit cancelled above.
& poste ot ¥ Copy the selected block to clipboard and
Edit | O o delete the block.
oo [— .. | |Copy Copy the selected block to the clipboard.
BX  Delete Line Ctrl+D . . .
e e o o Paste Copy from the clipboard onto Edit Window.
:tm“w!“m Delete . |Delete the selected block or items.
g [Henfer Bt e Connect £ |Connect with PLC
] e Connection Setting Gy |Specify the connection method.
o L:Lm Change Mode Change the mode of connected PLC
Crange Mode {Read a Eﬁgd parameter/program/comment from
Online [/%= Read-. —
2 wiite.. Wit a5 Write  parameter/program/comment  on
&% Compare with PLC... re PLC
Set Flash Memary...
&R

Control Redundancy

Communication module setting
Reset/Clear

Compare with PLC

PLC

L
Set Flash Memory

Shows the window for setting up the flash
memory.
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Control Redundancy

Control the redundancy PLC.

Communication module setting

Set about communication module

Reset/Clear

Reset the PLC or delete the data

Tools | Window Help

@J Temperature Control

‘Eﬁ‘ Position Control
Address Calculator

I start Simulator

Temperature Control

Execute the XG-TCON tool.

Position Control

4| @

Execute the XG-PM tool.

Address Calculator

Open Address calcilator

Start Simulator

Start simulator

Tools ASCI Table ASCII Table Open ASCII Table
Custamie Customize Open customize windows
options Options - |Open XG5000 option windows
EDS Manage EDS file
EDS 3
&2 PROFICON PROFICON a2 |Open PROFICON
Project Window Open project window to XG5000
View | Online Monitor Debu Tools W
. & CoeE : a1 |OpEN P2P window - |Open P2P window to XG5000
VIeW |, open pzp window Open High-speed link window | - [Open HS window to XG5000
|| Open Filgh-speed link window _[The Following description, please refer to the
XG5000 user’s guide.
New Window =5 |Open a new window on the active window.
Window | Help Split =] |Divide the active window.
EE New Window . i i i
a5 Auto hide all H!de all windows automatically except current|
plit windw
- , Arrays the several windows belonging to
Auta hide all
Wind New Horizontal Tab Group New Horizontal Tab Group XG5000 with the horizontal tab
Indow - . Arrays the several windows belonging to
Mew Vertical Tab Gre
. :n :jl FIJ: - Ta:h ;:f New Vertical Tab Group XG5000 with the vertical tab.
Vove t T
Move te Previous Tab Group | MOVE t0 Next Tab Group Move to the next tab group.
B Close Al Move to Previous Tab Group Move to the previous tab group.
Reset Window Layout Close All =" |Close all windows belonging to XG5000.
Reset Window Layout - |Reset the default layout of the project.
Help Help <! |Open the help for each item
2 %G5000 Help .
, Connect to LSIS Home Page via the
XGK/MXGE Instruction Help  |LSIS Home Page |
nternet.
Help XGIXGR Instruction Help

LSIS Home Page
% About ¥55000

About XG5000

Shows XG5000 information.
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5.3 High-speed Link Editing

XG5000 is executed as shown below.
i - =

% XG5000

i Project Edit Find/Replace View Online Debug Tools Tools Help Help
DEde 8|S B DiogcfBRX S LY AW E A .0

EH OO Gk | Fad | BBGIAAE0 DR IWBREE DT DO ERA S @S o 0.
EKiF%/F%PFiN;f \‘AD:Z%I»{}{/}{5}{R}{P}{N}{F}D‘<C-F'f;:}"|:Psl‘Vé\lél‘E@'ﬂ"E@D‘@@‘Q =] |E‘§U|G

i Esc F3 P4 effsF2 T5 P SFB.sFD £ FH sF3 5T sF5 £F6 FI0 57T o

View High-speed Link

| Most Recently Used

Function Mame

S <

; : Mumltmz -Resu\ 3 d d
[Standard window]
The parameter in XG5000 is as shown below.
Basic setting High-speed link P2P
Project - I x View High-speed Link - I X View P2P - B X
4 T test™ 4 EP test® 4 test ™
4 i) NewPLC(XGK-CPUE)-Offline

- NewPLC(XGK-CPUE)-Offline

4 EF Network Configuration
.. High-speed Link 01 [BOS2 XGL-RMEA/B]

4 D Undefined Metwark
b 42, NewPLC [B0S0 XGL-CA2A/8]
> % MNewPLC [BOS1 XGL-CH2A/B]
4R NewPLC [BOS2 XGL-RMEA/E]
. NewPLC [BOS3 XGL-EIMT]
b &3 NewPLC [BOS4 XGL-FMEA]
B System Variable
4 {f]) NewPLC(XGK-CPUE)-Offline
Ej Variable/Comment
[ Parameter
. Basic Parameter
" [ 1/O Parameter
a Scan Program
NewProgram

» I8 P2P 01 [BOSD XGL-C42A/B]
» I P2P 02 [BOSL XGL-CH24/B]
> I, P2P 03 [BOS3 XGL-EIMT]

... [ High-speed Link 02 [B0S3 XGL-EIMT]
" T High-speed Link 03 [BOS4 XGL-FMEA]

OEEY View High-speed Link  View P2P View High-speed Link Project View High-speed Link

[Parameter window]

Rnet I/F module is set in High-speed link window.
It can use the High-speed link up to maximum 12.

A High-speed link is available per an Rnet I/F module.
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1) How to use High-speed link window
Parameter is specified at High-speed link window as shown below. There are 2 kinds of

parameter setting, Communication module setting and High-speed link block setting.

High-speed link Parameter setting

Communication module setting

Communication Mudu\m Co ]

Communication Module Settings

Module type: | XGL-RMEAB

Base No.: o h
Slot No.: 02 M
High-speed link [nl-NewPLC [B0S2 XGL-RMEA/B] -

index:

- . Communication period settings

Output data settings in case of emergency

CPU error: ) Latch @) Clear
CPU stop: ) Latch @) Clear
'

High-speed link block setting

Misdda e [ s |'""""‘| P ] st ] ol s cen] el

. Tiacerorg dws
| sae .-,.l famh»nml b s corraes| [T

3

View High-speed Link v 1 x
@ test*
4 NewPLC[XGK-CPUE)-Offline
T High-speed Link 01 [B0S2 XGL-RMEA/E]
E High-speed Link 02 [B0S3 XGL-EIMT]
E High-speed Link 03 [BOS4 XGL-FMEA]

High-speed link1 [BOSO Rnet] is as shown below.

1) High-speed link1; It is a serial number of High-speed link.

2) BO: It means Base number 0. (Example: Expansion base 2 stage - B2, Expansion base 5 stage - B5)
3) SO: It means Slot number 0. (Example: Slot number 5 - S5, Slot number 11 - S11)
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2) Communication module setting parameter

Communication module parameter setting is as shown below.

Parameter Setting item Description
Module Rnet
type
Communication Setting range: 0 ~ 7
e === |module Setting Base no. ||t js different from CPU module.
Cormuriction Modde Sttings Setting range: 0 ~ 11
-— Slotno |t is different from type of base.
L Select among the 20ms, 50ms, 100ms,
i sk [0t BOS2)GLHENS -] L . 200ms, 500ms, 1s, 5s, 10s.
Communication period ]
Communicstn peod setings settings - D(_afault. 200ms .
perid type: (200 mmec - (Period type) -ltis only for transmssmn data.
e — - Received data is processed every end of
s e scan program.
i - L atch | <e€p the output status.
CPU (But, P device's data is cleared.)
| .| |Outputdata |®MO" Clear |Clear all of the output.

setting in case

Keep the output status.

of emergenc
9eNYlcPu  |Latch (But, P device's data is cleared.)

stop

Clear |Clear all of the output.

Click @ button after the setting is finished.

Cautions of communication period setting

1) Setting value of communication period is applicable to transmission data (CPU module’s data >
Rnet I/F module). If communication period is longer than the time of changing data at scan
program, it might be different from the data which is transmitted to slave module.
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3) Parameter of High-speed link block setting

High-speed link block setting parameter is as shown below.

Block window

Index taodule type tode ﬁ:f_;i;'; Read area Vigan.ll:ée Vagzﬂfngspﬂ = Senﬁ;:aﬂdata Save area Vzg?nb;e V:g;l:ele HBCTiB\;:IE]data
1}
1
; @ect by mouse then\
n module type setting
5 screen is opened as
5 shown below.
7
8
- Item Description
1.DC input 16points GRL-D22A/D22A(N)
AT 2.DC input 32points GRL-D24A/D24A(N)
7 3.TR output 16points GRL-TR2A/TR2A(N)
?E%ﬁt‘igﬁg:t Module type :.;R output 32points GRL-TR4A/TR4A(N)
B o e .Relay output 16points GRL-RY2A/RY2A(N)
Bl s Cats. 6.DC input 16 points/output 16points | GRL-DT4A/DT4A(N)
7.GM3,GM4,GM6,PMU GM3/4/6L-RREA, PMU
Station type Auto-setting when module type is set.
Mode Auto-setting when module type is set.
Station No. Slave station number (range: 0 ~ 63)
XGK Head addre_ss of transmitting device.
Read area Usable device: P, M, K, F, T,C, U, Z,L,N,D, R, ZR
Address — -
(Master module XGI Head address of transmitting device.
> Usable device: A, M, I, Q, R, W, F, K, L, N, U
- Slave module) Size(Byte) Input/Output point of slave module is displayed in Byte.
- If input module point is less than 8 bit, it is dealt with 1 Byte.
XGK Head addre_ss of receiving device.
Save area Usable device: P, M, K, F, T,C, U, Z,L,N,D, R, ZR
Address — -
(Slave module XGI Head address of transmitting device.
> Usable device: A, M, I, Q, R, W, F, K, L, N, U
Master module) Size(Byte) Input/Output point of slave module is displayed in Byte.
- If input module point is less than 8 bit, it is dealt with 1 Byte.

The priority order of data is the slave module which has lowest station number.

Unit of address setting is Word. But slave module’s unit size is Byte. Less than 8 point module is
processed by 1 Word when address is specified.
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(3) How to use High-speed link block editing tool

The editing tool and usage of High-speed link block is as shown below.

Station Wariable | %ariable name| Sending data ‘Yariable | Y ariable name Receiving data
Index Module bype Maode mumher Read area name comment Byte] Save area hame comment [Byte]
0 TR output 32 point: Send 1 i 4
1 DC input 32 points ¢ Receive 7 kw200 4
2
3 h
4
5
b (Screen 1: click right\
; mouse button of a
selected area.
N S
Edit Block Changes the edited index block.
Undo (e . o
el il Copy Block Copies the edited index block.
. ity Paste Block Pastes the copied index block.
Copy CiteC Delete Block Deletes the edited index block.
Paste Cly ] o
Dl Dot Read/Save area is specified in a lump when the
Lump Setup o
Yiew tee by Transmisson/Receptin slave module’s data size is regular.
Display by Tree structure.
[Screen 1] View Tree By Transmission/Reception { = S|
Register index
Blocknu,,, Fead area  Save area  Size of ransmis,,,  Index
S| % ;UE:E‘“E
# Transmission
4% Reception
View T muﬂwsg&n&mm Bl MOD00 0 )
= B 07Station Mu,,,
= | Black MO200
Tree by
Transmission/
Reception
Connection period: | 200 mse:

Screen 1: Click the right mouse (right click) button of a selected area.
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5.4 Read and Write of High-speed Link

The screen is used for read/write of High-speed link’s parameter.

Online menu — Read or Write)

Configuration Description
1) High-speed link is available up to 12 for installed
Read EE
et ragram Upload rii Rnet I/F module.
[CJ8&tsink enabie with parameters
e P - - It can be used up to 12 with the other communication

VIS parameter . . .
2 module which use High-speed link.

fal. special module parameter

| 2 2) It can read/write for each High-speed parameter.

{78 Network Parameter

m

- Check the box to set the High-speed link.

RAPIEnet [based, siot3]
et [base0, slot4] . ) . i
et e ot 3) Read/Write of High-speed link parameter is not
PIEnet [base0, slots]
MRS [base0, slot?]
FEnet [base0, slotd] H}

o e, o] affected to CPU’s Run mode.
et [based, slot10]
et [base0, slot11]
~[Z]E High-speed Link
VI High-speed Link 01

VT High-speed Link 02
{7 High-speed Link 03
nghspesd Link 04

~I[E] High-speed Link 05 il
Write @—Jﬁ
1L [stoplBasic parameter ~ [L]

- [5top]1/0 parameter
& [Clfal. Tstoplspecil module parar
‘ [CI8 [stoplProgram -

~{HE Network Parameter =eting. .

]Il Standard settings
{1E [Reset]cnet [basen, slota]
1B Reset)Cret [base0, sioti]
~[7][E] [Reset]Fret [baseD, siot2)
{T1E] [Reset]Fnet [base, slot4]
{1 High-speed Link
~[Z|[E High-speed Link 01
High-speed Link D2
High-speed Link 03
~[Z|[E High-speed Link 04
@ pzrEr)
-C|E p2p 01
- r2p 02
IT1E por 03
O p2p 04 =

< m r

m

If a High-speed link parameter is written to a CPU module, the CPU module saves the data. If CPU
module is exchanged, the High-speed link parameter has to backup from the CPU module. The

parameter has to re-write in exchanged CPU module.
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5.5 System Diagnosis

System diagnosis provides the information of Rnet I/F module system. The System diagnosis screen is as

shown below.
Menubar System diagnosis window
M;E;HBF HGK-CPUE XGL-C42x XGL-CH2x XGL-RMEx XGL-EIMT XGL-FHMER

:‘:"'_: E— Bt T 15
O ety rn-\-.u-ners--:‘.r.

Ll .-:,-_!jﬂlE':l 1=
M I
B - i . '
L Conn

e —

ot

]

Yolololeler omo
(=]
[ c

siojolololol«} =olojolojols]

It describes the menu of system diagnosis.

1) Communication module information

Screen configuration and description

Module kind Communication module type.
T Base number of communication module which is
— — | [Base Number S _
T connected with High-speed link.
"i::m ;«"ﬁ Slot number of communication module which is
W"hmﬁﬁw SlOt Numbel’ i . i
connected with High-speed link.
Station No. Station number of master module.
Hardware Error Hardware status of communication module.

Hardware Version |Hardware version of communication module.

OIS Version Software version of communication module.

High-speed link Enable/disable status of high-speed link.

Remote Connection status of local/remote.
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2) HS link
Screen configuration and description
Standard information Total HS link information
Base Mo.: 0 The service is not set.
Slot No.: 2 (Run link: 0, Link trouble: )
Individual HS link information:
Index Station number Module type Datasize Readarea Savearea HSstate HSmode HStrx HS error
I
Clear flag ] [MulhpleRead\ng] [ Refresh ] l Close
Standard |Base no. Base number of communication module which is connected with High-speed link.
information|sjot no. Slot number of communication module which is connected with High-speed link.
. 1: High-speed link parameters are communicate normally after power on.
Total HS |Run link - ; -
link 0: High-speed link parameters are communicate abnormally after power on.
information|Link trouble 1: Error fs occurred in sl_ave station f';\fter Run link pecomes normal status.
0: Error is not occurred in slave station after Run link becomes normal status.
Index Serial number.
Station number |Slave module’s station number which is existed in network.
Module type Module type which is used for setting up of high-speed parameter.
Data size Data size of transmitting data from master module to slave module.
Individual |Read area A device to transmit data from master to slave module.
HSlink  |Save area A device to transmit data from slave to master module.
information|Hssiate Display of communication status between master and slave module.
HsMode RUN: Normal communication status between master and slave module.
STOP: Abnormal communication status between master and slave module.
HsTrx Transmission/reception information between master and slave module.
HsError Error is displayed while High-speed link data is processed.
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3) Auto-scan
Menu Screen configuration and description
B T S =]
Base No.: Slot No.: Link Type:

0 o Rnet Link Status | |Service Status Media Info

\EI
Smart KO 2SmﬁrH/O

Auto-scan i
I [tplereaing | [ Refresh | [ cos= ] I

Communication status of the slave module is displayed as shown below.
1) Connected communication :

2) Disconnected communication: @

But, it is not shown about GRL-TR4A which was produced before dated 2007 year

during auto-scan.
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4) System Log

Shows updated log information.

Screen contents

=

Lag

=

Base Mo.:

Slot Mo.:

Link Type:
Rnet

Select log area:

Runninglog =

Code

Module ID

Time

Message

[}

Close

Base No. Base number of communication module
Slot No. Slot number of communication module
Link Type Display network type of connected communication module

Select log area

Select RunningLog or SystemLog
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5) View Communication Module Log

Indicates event and communication history occurred in communication module

Screen contents

e ==
Event History | Communication Log
Standard Information Log Range

Base MNo.: 0| [ Previous Log ] [ First Log ] [ Read al ]
Slot Mo, a [ Mext Log ] [ Recent Log ]
Mo Date Time Description ol
[ 0 2017-09-28 10:44:09,000  System-High-speed link parameter download complated
| 1 2017-09-28 10:44:09,000  System - HS RUN
2 2017-09-28 10:44:15.000 System-Mode participated (Station Mo.: 1)
| 3 2017-09-28 10:44:51,000  System - HS STOP
I 4 2017-09-28 10:44:51.000  System-High-speed link parameter download completed L
5 2017-09-28 10:44:51,000  System - HS RUN 1
3 2017-09-28 11:14:41,000  System-Mode dropped (Station Mo.: 1)
7 2017-09-28 11:14:47.000  System-Mode participated (Station No.: 1)
g 2017-09-28 11:15:21,000  System - HS STOP
9 2017-09-28 11:15:21,000  System-High-speed link parameter download completed
10 2017-09-28 11:15:21,000  System - HS RUN b
11 2017-09-28 11:19:19.000  System-Mode dropped (Station No.: 1) e
I e — -

Frame Data Details:

Display all event history information related to communication

Even History

History module
mode Main communication history information related to
Comm log o
communication module
Basic Base No. |Base number of communication module
Infomation Slot No. [Slot number of communication module

Provides previous, first, next, recent log and reading all for the
Log range .
history

Frame Data Details Provide additional explanation and action for history
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5.6 High-speed Link Information

High-speed link swaps the data among master module and all slave modules.
It provides the flag of High-speed link operation status classified by individual station or total station.

It is useful when checking the reliability of Transmission/Reception data and finding cause of error. Flag
kinds and usage is as shown below.
Transmission . :
Classification Run-Link [Link-Trouble| /Reception Operation Error H|gh-speed
mode link status
status
Information type All Respectively
Flag name HSXTRX[n HSxMOD|n] | _HSxERR[n] |_HSXSTATE[n
(x:High-speeg link number) _HSRLINK | _HSXLTRBL _(n:O..GSg M- (n:O..63)[ ] _(n:O..GSE 4 (n:O..63)[ ]
Data type Bit Bit Bit Array Bit Array Bit Array Bit Array
Monitoring Available Available Availability | Availability | Availability Availability
Program use Available Availability Availability | Availability | Availability Availability

[Table] Function of High-speed link information

The way of selecting flag is as shown below.

XG-5000 - Project window - Variable/Comment
P& newpic HSiinkod x| MNewPlC »” Variable/Comment x
[V] view Variable ]F\.@w Device | [F]ViewFiag |
Variable Type Device Used Comment
1 r
Setting
sequence
Select View Flag.
PP newpiC - HsLnkod x| NewplC 7 variable/Comment x [
[V] views Variatie .??_Vew}evoe [7] view Fiag l
Flag type Select list
High speed i All Parameter number 1 Block index: 1]
Variable Type Device Comment
1 _HS1_RLINK BT L00000O0 | Setting of HS link 1-block -514158431
2 _HS1_LTREL BT L0000O1  : Service is normal in P2P 1-block -514159431
3 _HS1_STATEDO (BIT LO0D020 Service is error in P2P 1-block 00
How t 4 _Hs1_MOD000 (BT L000100 Error code in P2P 1-black 00
ow o use 5 _HS1_TRX000 :BIT LOooO180 MNormal service count in P2P 1-block 00
6 _HS1_ERROOO (BIT LO00260 Error service count in P2P 1-block 00
7 _HS1_SETBLOC! BIT L000340 | PID Output Select (0:Auto, 1:Manual)
Flag kind Select among the System/High-speed link/P2P/PID.
All It is showed the list of all High-speed links.
_ Parameter It means High-speed link number. The selected number is
Select list . o
number only displayed in List.
Block index It is index number of High-speed link block.
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Monitoring of fla

and device’s value is as shown below.

XG5000 -> Project window -> Global/Direct Variable

| Gicbal Variable [D] Direct Variabie Comment [¥]Fiag
Flag type Select list
| High speedli = | All Parameter number 1 Block index: 1]
Setting _
Variable Type Address Comment
sequence
XG5000 - Monitor tap
Maonitor 1
FLC Program | ariable/D evice Walue Type Device¥ariable Comment
1 MewPLC <GLOBAL: BOOL _HS1_RLIME All stations are 0K in HS link 1
2 MNewPLC <GLOBAL: BOOL _HS51_LTREL Trouble after _HS 1 RLINE. an
3 |NewPLC <GLOBAL> BOOL | _HS1_STATEODD | Jotal states of HS fink 1-block
Operation mode of HS link
4 |MewPLC <GLOBAL: BooL _HS51_MODooo 1-Block 000
Mormal communication with
5 MewPLC <GLOBAL: BOOL _HS1_TRX000 HS link 1-block 00D
How to use §  [NewPLC <GLOBAL> BOOL | _HS1_ERRO0 PTG T T
7 |MewPLC <GLOBAL: BooL _HS1_SETBLOCKOOOD | Setting of HS link 1-block 000
g

[ULLNGISl Monitor 2 Monitor3  Monitor4

- Select variable in Variable/Comment screen and then Drag/Drop the variable to
Variable Monitoring Window. The value is appeared in variable Monitoring Window.
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Chapter 6 Program Example

6.1 XG5000 program

The basic configuration and setting values of the example are as follows.

Setting items Setting value
Base No. 0
Slot No. 1
Station No. 0 (fixed)
Comm Speed 1Mbps (fixed)
High-Speed link setting High-Speed link 02
Comm period setting 200ms
M100
Slave 1 16 bytes
M200
Master XGL-RMEA/B|REd area Slave 2 2 bytes
M300
System Slave 3 2 bytes
Configuration Slave 1 M150
4 bytes
Save area Slave 2 M250
2 bytes
M350
Slave 3 16bytes
Station No. 45
XRL-BSSA Extendable I/O Input: 4bytes | Output: 8bytes
Slave |GRL-DT4AC |Station No. 62
is7 Station No. 8
Parameter 0x0005

e System configuration
XGL-RMEA/B
L&

qTermination resistor o )
I -_ Termination resistor

Qg %
[

GRL-TR4C E :
St No. 62 , f2r
XRL-BSSA iIS7 Rnet I/F
St No.45 St No.8
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The high speed link parameter for the example system is set as follows.

No.

Used S/W Action Contents
XG5000
1 XG5000 execute
| execute
) = Create New | Project > New project
— project Set project name, CPU type
Comnection Settings - MePLE ===
M P XG5000
3 iy == S, Connection XG5000 - Online - Connection setting > Select connection driver
e R setting
4 o XG3000 XG5000 - Online > C t
nline onnec
£ Connect Connection

v AL g oo gRmow g

A
& e

|0 information

5 d XG5000 - Online - Diagnosis = I/O information - 1/0 Sync
v rea
|
o B MewMLOKGK-CPUA-$topiliros

o] . .

-} Assigning

N
6 E High-speed link | Assigning High-speed link project on XG5000

E project

; >
; Comm module | PLC right click > Add item - High-speed link communication

setting

Set module type, base number, slot number, period type
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Select modules
Station
[ndex kodule type tode number
1] HAL_BSSA 3. Send/Receive 45
DC input 16 pointz/autput 16 .
. Set High-speed 1 poirts 3 Senu:l.-"FIECEfve B2
link block 2 [Fverter 3. Send/Receive a
High speed link block after setting read area / save area
Fead area Vir;::ée Vagz::;;?re Seng:ﬁai:lata Save area| Vanable name | Yanable name comment Flechi_j::I?eg]data
r0100 16 w0150 4
r0200 2 w0250 2
+40300 2 r0350 16
Write High-
9 speed link Online - Write : Check high speed links and write
blocks
10 Enable High- | Online - Set communication module - Link enable : Enable High-
speed link speed link
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Appendix

A.1 Terminology

1) Master Module
Rnet I/F module to be installed on 1/O location of the basic base.

2) Slave Module (RSM : Rnet Slave Module)
Rnet I/F module to be installed on CPU location of the basic base or Smart I/O Rnet.

3) Local Station
Station directly connected with XG5000, XG5000 in the same network including CPU for user to
download, monitoring and debug programs.

4) Rnet
Fieldbus, as the lowest network to connect control device with relay device has adopted 3 layers among
OSlI's 7 layers. The 3 layers are composed of physical layer configured with H2(1Mbps electric), H1
(31.23Kbbs electric), optic/wireless, etc., data link layer with Scheduled and Circulated Token bus and
application layer in charge of application function where user layer is adopted additionally.

5) Token
It is a right to send data of self-station by access right control over Physical Medium.

6) Repeater
It is used to extend cable length in electric communication network, which extends communication
distance by revival and amplification of electric communication signals.

7) Manchester Biphase-L
It is a data modulating method used in Rnet. Data is sent as encoded by Manchester-I Code and
the data received as encoded by Manchester is converted as decoded.

8) Reset Individual Module
It is used to initialize if an error occurs on the communication module. It operates Reset operation
selecting the [Online] > [Reset/Clear] - [Reset Individual Module] by XG5000. Then PLC do Restart

operation to initialize.
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A.2 List of HS Link Flags

No. Keyword Type Detail Description

Displays all stations normally operated as specified in HS

link parameter, which will be On if

1. There is no error with all stations specified in parameter

HS link parameter in RUN mode
LO00000 | _HS1_RLINK Bit No.1l's all stations | 2. All data block is in normal communication as specified
normally operated in parameter.

3. The parameter specified in each station itself is in normal
communication. Run_link will be kept On if once On until
stopped by link disenable.

This flag will be On if the station specified in parameter

and the data block’s communication status are as described

below with _HSmRLINK flag On,.

1. When the station specified in parameter is not in RUN

After _HS1RLINK mode,
L0O00001 | _HS1_LTRBL Bit is ON, abnormal | 2. When the station specified in parameter is in error,
status displayed | 3. When data block’s communication status specified in
parameter is unstable,
The link trouble will be On if one of those conditions 1,2
and 3 above occurs. And if such a condition is back to
normal, it will be Off.
HS link parameter pisplayg the general ”status of th(? commqnication
LOO?OZO _HS1_STATE[K] | Bit No.1, Block No.K's gr;ocrlgatlon for the specified parameter’s respective data
Loooogr | (K=000-127) Array general Status | "o T ATEK]=_HS1_MODIK]&_HS1 TRX[K|&(~_HSmM._
displayed
ERR[K])
L000100 . HS link parameter . . . o
_ _HS1 _MODIK] Bit No.1, Block No.k | Displays the operation mode of the station specified in
k=000~127 Array station’s Run parameter’s data block k.
LO0017F ( : operation mode
Normal
L000180 communication
_HS1_TRX[K] Bit displayed with HS | Displays the communication status of parameter's data
- (k=000~127) Array link parameter block k to check if normal as specified.
LO0025F No.1, Block No.k
station
L000260 . HS link parameter . o
_ _HS1 ERR[K] Bit No.1, Block No.k | Displays the communication status of parameter's data
L00033F (k=000~127) Array station rrs]OF;lén error | block k to check for any error.
LO00340 . HS link parameter
~ _HS1_SETBLO | Bit No.1, Block No.k | Displays the setting status of parameter’s data block k.
CK[K] Array . )
LO0041F setting displayed

[Table 1] List of communication flags based on HS link number (HS link No. 1 ~ 12)
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HS link No. L area address Remarks
2 LO00500~L00099F | Compared with HS link of 1 in [Table 1], other HS link station number’s
3 LO01000~L00149F | flag address will be simply calculated as follows;
4 L001500~L00199F
5 L 002000~ 00249F * Calculation formula:
6 L002500~L00299F .
7 L003000~L00349F L area address = LO00000 + 500 x (HS link No. — 1)
8 LO03500~L00399F
9 L004000~L00449F In qrder to use HS link flag for program a}nd _monitoring, use the flag map
registered in XG5000 for convenient application.
10 L004500~L00499F
11 LO05000~L00549F
Example) K as a block number is displayed through 8 words by 16 for 1 word for the information of 128 blocks
from 000 to 127.
For example, block information of 16~31, 32~47, 48~63, 64~79, 80~95, 96~111, 112~127 will be displayed in
LO0011, LO00O12, LOO0O13, LOOO14, LOO015, LO0016, LOO0O17 from block O to block 15 for mode information
(_HS1_MOD). Thus, the mode information of the block No. 55 will be displayed in LO00137.
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A.3 External Dimensions

CHE

90+0,1
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Warranty and Environmental Policy

| Warranty

1. Terms of warranty
LSIS provides an 18-month warranty starting from the date of production.

2. Range of warranty
For problems within the terms of the warranty, LSIS will replace the entire PLC or repair the defective parts free
of charge except for the following cases.

(1) Problems caused by improper conditions, environment or treatment.

(2) Problems caused by external devices.

(3) Problems caused by the user remodeling or repairing the PLC.

(4) Problems caused by improper use of the product.

(5) Problems caused by circumstances where the expectations exceed that of the science and technology level
when LSIS produced the product.

(6) Problems caused by natural disaster.

3. This warranty is limited to the PLC itself only. It is not valid for the system which the PLC is attached to.

Environmental Policy

LSIS Co., Ltd supports and observes the environmental policy as below.

Environmental Management About Disposal

LSIS considers the environmental preservation as - LSIS" PLC wunit is designed to protect the
the preferential management subject and every staff environment. For the disposal, separate aluminum,
of LSIS use the reasonable endeavors for the iron and synthetic resin (cover) from the product as

pleasurably environmental preservation of the earth. they are reusable.




LSIS values every single customers.

Quality and service come first at LSIS.

Always at your service, standing for our customers.

http://lwww.lsis.com

10310000637

= HEAD OFFICE
LS Tower, 127, LS-ro, Dongan-gu, Anyang-si, Gyeonggi-Do, 431-848, Korea
Tel : (82-2)2034-4870/Fax : 82-2-2034-4648 E-mail : cshwang@Isis.biz
m LSIS Tokyo Office _ Tokyo, Japan
Address: 16FL. Higashi-Kan. Akasaka Twin Tower 17-22,
Akasaka.Monato-ku Tokyo 107-8470. Japan
Tel : 81-3-3582-9128/Fax : 81-3-3582-2667 e-mail : jschuna@lsis.biz
u LSIS (ME) FZE _ Dubai, U.A.E.
Address : Jafza View Tower Lob 19, Room 205 Along Sheikh Zayed
Road Jebel Aali Free Zone Dubai, United Arab Emirates
Tel : 971-4-886-5360/Fax : 971-4-886-5361 e-mail : jungyongl@Isis.biz
m LSIS Shanghai Office _ Shanghai, China
Address : Room E-G. 12FL Hiamin Empire Plaza. No.726. West.
Yan'an Road Shanghai 200050. P.R. China e-mail : liyong@lIsis.com.cn
Tel : 86-21-5237-9977(609)/Fax : 89-21-5237-7189
m LSIS Beijing Office _ Beijing, China
Address : B-Tower 17FL. Beijing Global Trade Center B/D. No. 36.
East BeisanHuan-Road. DongCheng-District. Beijing 100013. P.R. China
Tel : 86-10-5825-6027(666)/Fax : 86-10-5825-6028 e-mail : xunmj@Isis.com.cn
m LSIS Guangzhou Office _ Guangzhou, China
Address : Room 1403.14FL. New Poly Tower.
2 Zhongshan Liu Road.Guangzhou.P.R China
Tel : 86-20-8328-6754/Fax : 86-20-8326-6287 e-mail : chenxs@Isis.com.cn

% LSIS constantly endeavors to improve its product so that

m LSIS Chengdu Office _ Chengdu, China

Address : 12FL. Guodong Buiding. No.52 Jindun

Road Chengdu.610041. P.R. China

Tel : 86-28-8612-9151(9226)/Fax : 86-28-8612-9236 e-mail : comysb@lIsis.biz
m LSIS Qingdao Office _ Qingdao, China

Address : YinHe Bldg. 402 Room No. 2P Shandong Road,

Qingdao-City,Shandong-province 266071, P.R. China

Tel : 86-532-8501-6068/Fax : 86-532-8501-6057 e-mail : wangzy@lsis.com.cn
m LSIS Europe B.V., Netherlands

Address : 1st. Floor, Tupolevlaan 48, 1119NZ, Schiphol-Rijk, The Netherlands

Tel : +31 (0)20 654 1420/Fax : +31 (0)20 654 1429 e-mail : junshickp@lIsis.biz
m Wuxi LSIS Co., Ltd _ Wuxi, China

Address : 102-A. National High & New Tech Industrial Development Area.

Wouxi. Jiangsu. 214028. P.R. China

Tel : 86-510-8534-6666/Fax : 86-510-8534-4078 e-mail : caidx@lsis.com.cn
m Dalian LSIS Co., Ltd. _ Dalian, China

Address : No. 15. Liaohexi 3-Road. Economic and Technical Development zone.

Dalian 116600. China

Tel : 86-411-273-7777/Fax : 86-411-8730-7560 e-mail : cuibx@I|sis.com.cn
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